& 1

NOTE 4

SECONDARY P
WATER

[~=—— AR VENT SECONDARY
PuMP SECONDARY
HOT WATER

SUPPLY

STRAINER RETURN

BALANCING VALVE
CHECK VALVE
SAFETY VALVE X
MANUAL VALVE
TRIDCATOR

UNION

PUMP

Qetaiso

PRIMARY
PUMP

ISOLATION VALVE

SAFETY VALVE

BOILER
PRESSURE
VESSEL

| ELEMENTS
— D |
\ \
BOILER DRAIN VALVE ‘
-
A1 PRINT REVIEW SC |5/17/24
REV | ECN REVISION DESCRIPTION NAME | DATE

SECONDARY
AIR SEPARATOR

<

BYPASS
VALVE

MAKEUP
WATER
SUPPLY

PRESSURE
REDUCING
VALVE

T

EXPANSION
TANK

DRAIN

NOTES:
1.

SPECIFIC BOILER CONFIGURATION

FOR BOILER CONNECTION SIZES SEE DIMENSIONAL DRAWING FOR

2. MINIMUM OF 6 INCHES FROM BOILER CONNECTIONS AND ELECTRICAL

CABINETS

3. REFER TO LOCAL BUILDING CODE TO MAKE SURE SYSTEM CONFORMS

WITH LOCAL POLICIES

4. COMMON PIPE DIAMETER MUST BE SIZED FOR LESS THAN 4.0 FT/SEC;

COMMON PIPE LENGTH MUST BE 3 TO 5 TIMES ITS DIAMETER
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