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NOTES:
1. SEE BOILER NAMEPLATE FOR POWER AND CONTROL VOLTAGE RATINGS.

1.1.1. SCR WILL ALWAYS BE WIRED OFF THE FIRST RO-051 : (X1)
2. CASTINGS WILL HAVE A MAXIMUM OF 4 ELEMENTS.

2.1. EACH CASTING WILL CONTAIN AN OPERATING TEMPERATURE SWITCH
3. POWER FUSES STANDARD ON BOILERS.
4. (OPTION) SECONDARY SIDE OF THE TRANSFORMER WILL CONNECT TO L & N IN THE

IO BOX
5. (OPTION) ADDITIONAL LWCO TO BE ADDED IN SERIES TO THE SAFETY STRING AFTER

THE ORIGINAL LWCO BOTH LWCO BOARDS TO SHARE MANUAL RESET BUTTON
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